GENERAL NOTES

1. Consult with applicable authority for compliance with local approved methods, codes, ADA requirements, etc.
2. Structure is intended for year round use.
3. Plumbing can be positioned to allow for a single side usage depending on Census in camp.
4. Provide one exterior hose bib at both sides of building.
5. Light fixture and exhaust fan to be activated by motion detector.
6. Use low flow water closets.
7. Interior walls are masonry, flush joint, block with epoxy, color white, sealed.
8. Doors are hollow metal in hollow metal frames.
9. Consider specifying stainless steel plumbing fixtures (sinks and water closets).
10. Plan is laid out using standard block dimensions.
11. Provide electrical power for hand dryer option.
12. Consider high capacity power assisted venting to prevent mildew from moisture build-up.

FLOOR PLAN FOR USE IN SUPPORT OF CAMP SITES

FLOOR PLAN FOR USE IN SUPPORT OF PROGRAM AREAS